
Addendum # 1 - Pump House Generator Project 
 
 
Modify keyed note 7 on drawing E-102 to read: Provide Generac SG130 
with an aluminum weatherproof enclosure, Extreme cold weather kit, 
battery charger, and battery warmer. Provide Generac Automatic Transfer 
Switch GTS400.   Increase platform dimensions accordingly to provide 3’-0” 
clearance around the generator unit. 
 
 


